L

CORPS OF ENGINEERS

U.S. ARMY

SYMBOLS & AB BREVIATI ONS

SOIL (8) & WAsre(w) ABOVE GRADE
SOIL (5) & WASTE (W) - BELOW GRADE
VENT (V)

- COLD WATER (C W)

HOT WATER (HW)

3/4' VACUUM

ZZMTER MAIN SUPPLY

HOT WATER HEATER

l IR
& STORAGE TANK 1? | l_@_l_

Shy elee 12"
-—l-@i-?j—g-ﬁ—
i T e Cw

—t

RELIEF YALVE += 2)
- SSSSS _ /4"
X
P-2 P-2 ”AP—II J
LAV. LAYV, W.C. W.C.
A 1 | i '

/FINISH FLOOR

X

colp ¢ HQT \WATER RISER DIAGRAM

NOT TO SCALE

OUTSIDE WALL 5

FINISH GRADE /!

SCHEDULE ,_,_\
}

e

TO HEATING &
VENTILATING EQUIPT
SEE SHEET NO.17

G ‘ G

ya {
CZASMETER peNe

AND/CR PRESSURE
G REQULATOR RIG

AN 7 AN TSN Y

PLUG, VALVE
A

Y

'/FINISH FLOOR

—G
GAS SUPPLY DIAGRAM

NOT TO SCALE

T [ o
i LG MIN.
A
| Jr//l‘/z” %/4
3"F.D. IN 2 Z P2 | P2 P.|l| Pl A
SUMP PIT gl 9 "
) 3!’(FD.\9 , I L
cobP ) —») \\} 3FDy ¢ 3 © CODP - FINISH FLOOR
N i e = -
| — 4 4" N
,47} _ v \ 7 v =
SANITARY RISER DIAGRAM
NOT To SCALE

O

3"C.W, MAIN UP —|

TO BUILDING
SHUT-OFF

YALVE JUST ABOVE

FLOOR SLAB

RETNY
D, \\?/CODP |
I

. 150"

30“0"

et
[

FLOOR PLAN-Z0NE 1

SCALE:

V8" 1-0"

! 4'SANITARY BUILDING
3 DRAIN

— -

~45GPM € 50 PSIG.MIN.

 WORKING PRESSURE

KEY PLAN

\ g \‘u. /A\\ . . -
| z @ 4 @\ o ) 7 8 9 ) (10) o 12) 13 GAS LINE
] 18-o” ‘ 18-0" . 18&-0" | \5-0 150" 15-0" - 5.0 l‘ Lo | 16L0 | Lo” | | . S~ COMPRESSED AIR
> - — — — — - — e —— 15- - — 18- e 50 .. 5-0 — GATE VALVE
| GATE VALVE, LOCKSHIELD ( KEY OPERATION)
- GLOBE VALVE
CHECK VALVE
STRAINER
ANGLE VALVE
| RELIEF VALVE WITH TEST LEVEL
CONTROL STOP
= P, B
o~ - ~_ N N I ™ UNION
/ T: e pma — IR - — — — \ el \ — —
AT i - o - v i 1 P - ' I z \* = : 1 T “PLUG VALVE
| J. FLOOR DRAIN
| ] &TYPE Z Conwn. CAP OR PLUG
| Tl . SEeE DET @ A TRAP
. YPE 2 Conn. o
: J Gy see oot N A\ 393 3 &3 D3 U @ 2; () WATER HAMMER SHOCK ABSORBER WITH LETTER
1 ‘ 4 y 3 » ’ L4 I /n 4 N
| | o Tioh \JEZ A Se Ao es . “ T%/ G VACUUM RELIEF VALVE
0| ; # | # | # 13! |~ ¥4 "
M I | ! | e | 3 % 1 *4 #5 Z THERMOMETER
3 ' S | 1 106 m
| l loge ” !LJ ) ! AIR LINE OILER
| ;L 74 |"\£> | @ |~ | 4V' | LARGE 3':)
{ T : ( K L
| | & I ~ "4 PAINT SPRAY BOOTH AlR LINE FILTER
| | L I TYPE 2 ConN. | o ,. oy CLEANOUT
| ; Wi 1 & see DET /] /4~ 4~ s CLEANOUT WITH DECK PLATE
f | x,i‘iizo,j i - PIPE ~ DIRECTION OF FLOW
: : “ J L 3%. ~ A {32)/ "(‘(SLEEVE(TYP-) T SOIL STACK
e i { : — ' Z
! B i ll T ij" 3/2 "A" 44> .-/ # ] H — —_ VENT STACK
! 1 % | I T Ul /4 — VENT THRU ROOF
! I SHIPPING DOCK | N\ &
| | 5\ AL o j & %-T—CKW— Y i Iy T INVERT ELEVATION
g e ‘ 4 U
| : TYPE 3 conn. . - *’4}{,'/2" 1% 1 > NOTE:
f | SE= DET *\24"4> L CO.ET. CA RECEIVER s - VALVES SHOWN =p@=ARE NORMALLY CLOSED. ALL YALVES
‘ ] eORTE D . o R ARE THE SAME SIZE AS PIPING UNLESS OTHERWISE NOTED
| l AT 0" ABOVE FLOOR. RECEIWER
u | J4°DRAID WITH CLALL TR ~ ,, PAINT SPRAY AREA
B SHUTOFF 3. o-o o . SHALL BE SAME CLASS AS. — | "
-1 | AROVE FLOOR. 7l (oMPRESSOR RECEWER, | & 1O _SMALL NN SMALL
o 1 3 A | SPRAY BOOTH SPRAY BOOT
| ! ‘;/" @ %9 A
| i \> % N PIPING CONNECTIONS
| 4~8“>f34 @ ~FIXTURE UNIT | HW.|C.W [DRAIN | REMARKS
| | 2 » _PIIWATER CLOSET | = | '2' | & -
| | 4 ilig-»'TNRf;Ta (@) | P-2 LAVATORY [ V2" [ 2" [ 'ld - ]
] ; - " |- - - e - . E —
@ Y ! _ i o e S - BACKWATER VALVE e 3/43 _P-T0 HOSE QUTLET - - =
==_— =z e — . e ez
) g an \ N GAS PIPING SCHEDULE
| / '. - coor | | . R | , ]
@ @ # TEMPERATURE & PRESSURE e SR OPP S s RN HEATING | MAIN GAS | VALYED OQUTLET _ | .. .o . .
Y4'cw SUPPLY —|| RELIEF VALVE - | o 0 DUST COLLECTOR j - ZONE |LINE SIZE | Bol 0P - -
N A , . | : HEATING £ VENTILATING {()*—“’ ; E +20° 4" 2 3" 3 5140
j N - ] EQU' PM ENT I O o 4" 3." 31' . " ; O .
| | 12N SUPPLY || 5 | 1 L ol _ 3 2440 -
i | TO LAVATORIES || 1O GALLON CAPACITY ELECTRIC . ) T ST - ] S ~go° | 4" 3" | 3 31 5750 -
WOMENS - f R _,("‘9 / "HOT WATER HEATER & STORAGE . I | ¢ ( ASSUMED GAS HEATING VALUE = |000 BT.U /CUBIC FOOT
TOILE A PARTITION — ||. TANK HEATING CAPACITY 5 GPH \/;:\ 5 . 27" il _ ~
/ AN P2 -l | ¢|  ©100°F TEMPERATURE RISE S | f;aﬂzﬁvf |
R — ) qu 1/1" . _r—CA |
T 4| ¥4 DOWN : o e— !
sy i 18"x 18 CONCRETE PAD DETAIL /2 H |
ELECTRIC HOT WATER —-.3__.5 | , 1317 : . | 1
8 == 2! . \gjz9/ \y-q& L > 3'F.D. o
HEATER¥STORAGE TANK - e w  a— R — Y2’ DRAIN LINE TO » . 70 (31GHT DRAIN) ; o
' . \ ‘4- SPILL ON FLOOR ——f] /FINISH FLOOR | CA i 1 : ?
A "/ 7 TR L v : : ! c 2_‘[2: ] -
g 2" LI ~ I — — :
\dJ ) P2 |lp 4 SOIL DOWN | 2" MIN. I" BOILER | - L @:1 e | |
: \ u | MAKE-UP L ! T ~3/4" HOSE OUTLET VALVE
 MEN'S v A T i R | WITH VACUUM BREAKER
ITOILET - i \ —4 2 1l 30" ABOVE FINISHED l
| — e [ SR a1 ) i
® - _ e ON (A (&) 1k oy o Flook ®)
= 1 SCALE: "z |- O \2[19/ GAS METER AND/OR i BOILER_ 3! */4 N Q
PRESSURE REGULATOR RIG } o : f
DETAIL (1 N e I S | ,
g T I PR e s T cLccrron | w
MEN S &; WOM EN S TO“_ET pLAN ' 1 3“F.D. EQUIPMENT | | R o
FOR GAS PIPE SIZES DETAIL /1 ] \ (BOILER I AREA_ || N
SEE GAS PIPING o , 9
| l
I
|
L
|

A\ [ADDED cA To BAVS 1,9. ADDED REC. To BAV Q. |ezAwsed] S5
" |cAuLED ouT CommECTORS A BAYS 3,459, -
A |[crareep te-t To tP-n eacos] P77
A\ [ADDED PLUG VALVE A
SYMROL DESCRIPTION DATE | APPROVAL
REVISIONS

AMMANN & WHITNEY
. CONSULTING ENGINEERS
111-8TH AVENUE, NEW YORK, N.Y.

DEPARTMENT OF THE ARMY
OFFICE OF THE CHIEF OF ENGINEERS
MILITARY CONSTRUCTION - ENGINEERING DIVISION
WasHiNeTON, D.C.

DRAWN !Y:- C B.

TRACED BY: CBn

CHECKED BY: M.S.A.

G RAPHIC SCALES

AMMUNITION MAINTENANCE FACILITY

AMMUNITION MAINTENANCE

BUILDING
PLAN, RISER DIAGRAMS & DETAILS
PLUMBING

I oo A
Vnoladlda . .

€ B, €0., N0 44-132 27e5¢




